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HRL – Front door and steps

State of HRL Facilities



Back wall of HRL next to the dog runs





Rusty escape staircase Damage to exterior facing – pests come in



Cracks in the cement block walls



Cracks and lifting up of staircase treads



Water leaks and ceiling tile damage throughout building



Peeling ceiling paint Most of basement level closed 
down since HVACs not working



HVAC failures – Portable AC units venting into the ceiling to keep lab temps cool



Portable AC in COVID-19 Diagnostic 
Testing Lab to keep temps cool 



Cracked floor tiles throughout building Cracked ceiling tiles throughout building



Auditorium chairs old with worn fabric and broken desk trays  



Windows hardware has failed requiring windows to remain closed


